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INTISARI 

 
Dalam proses penyaluran energi listrik ke konsumen terdapat rugi-rugi daya 

penyaluran dan jatuh tegangan pada sistem dikarenakan besar beban pada saluran 

tersebut, besar arus yang mengalir, impedansi saluran, dan panjang saluran.  

Penelitian ini bertujuan untuk mengetahui besarnya tegangan yang diterima pada 

ujung feeder di saluran distribusi primer PLTD Toboali. Penelitian ini juga 

dilakukan untuk mengetahui rugi daya serta memperbaiki jatuh tegangan yang 

terjadi pada sisi primer, sehingga jatuh tegangan sesuai dengan SPLN 72:1987 

yaitu batas atas 5 % dan batas bawah 5 %. Perhitungan jatuh tegangan dilakukan 

pada beban maksimal dengan menggunakan software DIgSILENT 14.1.3. 

Berdasarkan hasil perhitungan jatuh tegangan pada feeder di PLTD Toboali 

terdapat sebuah feeder dengan nama TB4 dimana besar jatuh tegangan yaitu 

sebesar 1,13 kV sehingga nilai tegangan terima pada ujung beban di feeder TB4 

adalah 18,57 kV. Nilai ini sudah melampaui batas yang ditentukan oleh SPLN No 

72 Tahun 1987 untuk tegangan terima terendah sebesar 19 kV atau turun tegangan 

sebesar 5 % dari tegangan kerja 20 kV. Total beban pada feeder TB4 ini adalah 

sebesar 2,3 MW dan rugi daya sebesar 80 kW. Panjang feeder dari pembangkit 

hingga ujung feeder adalah 35,6 km. Berdasarkan    dari hasil analisa aliran daya 

nilai jatuh tegangan pada feeder ini tidak memenuhi standar, maka perlu 

dilakukan perbaikan jatuh tegangan. Perbaikan jatuh tegangan dilakukan dengan 

menggunakan feeder express pada feeder TB4 PLTD Toboali. Besarnya jatuh 

tegangan pada feeder TB4 berkurang setelah penambahan feeder express dari 1,13 

kV menjadi 0,57 kV sehingga tegangan terima pada ujung feeder 19,13 kV dan 

rugi daya sebesar 30 kW. Nilai ini sudah memenuhi standar jatuh tegangan sesuai 

SPLN 72:1987. 

Kata kunci : Feeder, Feeder Express, Jatuh tegangan, Rugi daya. 
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ABSTRACT 

 

       In the process of distributing electrical energy to the consumer there is loss of 

power distribution and voltage drop on the system due to the large load on the 

feeder, the large current flowing, feeder impedance, and feeder length. This study 

aims to determine the amount of voltage received at the tip of the feeder in the 

primary distribution feeder of the Toboali power plant. This research is also 

conducted to know the loss of power and fix the voltage drop that happened on the 

primary side, so that the voltage drop according to SPLN 72: 1987 is upper limit 

5% and lower limit 5%. The calculation of the voltage drop is performed at the 

maximum load using the software DIgSILENT 14.1.3. Based on the calculation of 

voltage drop on the feeder in Toboali power plant there is a feeder with the name 

of TB4 where the large voltage drop is 1.13 kV so that the voltage value received 

at the end of the load in the feeder TB4 is 18.57 kV. This value has exceeded the 

limit specified by SPLN No. 72 of 1987 for the lowest received voltage of 19 kV or 

a voltage drop of 5% of the working voltage of 20 kV. The total load on this TB4 

feeder is 2.3 MW and the power loss is 80 kW. The feeder length from generator 

to feeder tip is 35.6 km. Based on the result of power flow analysis the value of 

voltage drop in this feeder does not meet the standard, it is necessary to repair the 

voltage drop. Improvement of voltage drop is done by using feeder express on 

feeder TB4 PLTD Toboali. The amount of voltage drop across the feeder TB4 

decreases after feeder express feeding from 1.13 kV to 0.57 kV so that the 

receiving voltage at the feeder end is 19.13 kV and the power loss is 30 kW. This 

value meets the standard voltage drop according to SPLN 72: 1987. 

Keywords: Feeder, Feeder Express, Power loss, Voltage drop. 
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