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INTISARI 

 

Penelitian ini bertujuan untuk mengetahui besarnya tegangan yang diterima 

tiap beban di bagian primerdan sekunder pada penyulang F9 di gardu induk 

Pangkalpinang. Penelitian ini juga dilakukan untuk mengetahui serta memperbaiki 

jatuh tegangan yang terjadi pada sisi sekunder, sehingga jatuh tegangan sesuai 

dengan SPLN 1:1995 yaitu 4 %. Perbaikan jatuh tegangan hanya dilakukan pada 

sisi sekunder karena nilai jatuh tegangan pada sisi primer masih memenuhi standar 

yaitu batas atas 5 % dan batas bawah 10 %. Jumlah gardu distribusi yang akan 

dihitung pada penyulang F9 Pangkalpinang adalah 52 unit secara keseluruhan. 

Panjang penyulang dari pembangkit hingga ujung beban adalah 45,55 kms. 

Perhitungan jatuh tegangan dilakukan pada beban terukur dengan menggunakan 

software ETAP. Jatuh tegangan pada sisi primer penyulang F9 gardu induk 

Pangkalpinang adalah sebesar 0.94 kV atau 4.7 % dari tegangan kerja 20 kV. Jatuh 

tegangan pada sisi sekunder penyulang F9 Pangkalpinang sebelum dilakukan 

perubahan sadapan transformator distribusi adalah sebesar  0.043 kV atau 11.315 

%. 

 

Kata kunci :penyulang, jatuh tegangan, sadapan transformator. 
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ABSTRACT 

This study aims to determine the magnitude of the voltage received each 

load at the primary and secondary feeder substation F9 in Pangkalpinang. This 

study was also conducted to determine and fix the voltage drop that occurs at the 

secondary side, so that the voltage drop in accordance with SPLN 1:1995 which is 

4 %. Repair the voltage drop is only done on the secondary side because the value 

of the voltage drop on the primary side still comply with the standard that is the 

upper limit 5 % and lower limit 10 %. Number of distribution substation that will 

be calculated on a feeder F9 Pangkalpinang is 52 units overall. The length of the 

feeder until the end of the load generator is 45,55 kms. Calculations performed on 

the load voltage drop measured by using software ETAP. The voltage drop on on 

the primary side substation feeder F9 Pangkalpinang amounted to 0094 kV or 4.7 

% of the working voltage of 20 kV. The voltage drop across the secondary side 

feeder F9 Pangkalpinang prior to the change leads distribution transformer 

amounted to 0,043 kV or 11.315 %. 

 

Keywords: feeder, voltage drop, leads transformer. 
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