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INTISARI 

 

 

Instalasi dalam gedung dapat dikatakan aman jika sudah memenuhi standar yang 

sudah ditetapkan dalam skala internasional. Pengujian impedansi loop pada 

instalasi gedung sangat penting, agar tidak terjadi tegangan transien yang tinggi 

yang dapat merusak peralatan. Pengujian impedansi loop dilakukan pada Rumah 

Sakit Umum Daerah Sjafrie Rahman Puding Besar untuk mengetahui nilai 

impedansi loop yang dilakukan pada stop kontak instalasi listrik. Pengujian 

impedansi loop dilakukan dengan pemutusan waktu 0,4 detik pada sepuluh stop 

kontak. Berdasarkan hasil pengukuran pada sepuluh stop kontak nilai impedansi 

loop yang didapatkan sebesar 248-255 Ω dan arus batas sebesar 0,90-0,93 A. 

Hasil uji hipotesis berdasarkan distribusi-t yaitu pada sepuluh ruangan tersebut 

jauh melebihi dari nilai Standar IEE Wiring Regulations (BS 7671:2008) MCB 10 

A Tipe C yaitu 2,3 Ω dengan limited 100 A dan MCB 16 A yaitu 1,44 Ω dengan 

limited 160 A.  Dan dapat dikatakan bahwa instalasi listrik pada Rumah Sakit 

Umum Daerah Sjafrie Rahman Puding Besar terutama pada sepuluh gedung di 

rumah sakit tersebut tidak memenuhi standar yang ditentukan. 

 

Kata kunci : Distribusi-t , Impedansi loop, Pemutusan waktu. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 



vii 
 

ABSTRACT 

 

Installation in a building can be said to be safe if it meets the standards set on an 

international scale. The impedansi loop test in building installations is very 

important, so there is no high transient voltage which can damage the equipment. 

Loop impedance testing is performed at the Regional General Hospital of Sjafrie 

Rahman Puding Besar to determine the value of the loop impedance which is 

carried out at the electrical outlet. The loop impedance test is carried out with a 

cut off time of 0.4 seconds at ten sockets. Based on the results of measurements on 

ten sockets the value of the loop impedance obtained is 248-255 Ω and the limit 

current is 0.90 to 0.93 A. The results of the hypothesis test based on the t-

distribution ie in the ten rooms are far in excess of the IEE Wiring Regulations 

Standard values (BS 7671: 2008) MCB 10 A Type C is 2.3 Ω with limited 100 A 

and MCB 16 A is 1.44 Ω with limited 160 A. And it can be said that electrical 

installations at the General Hospital of the Sjafrie Rahman Puding Besar area 

especially the ten buildings in the hospital did not meet the specified standards. 

 

Key word : T-distribution,Impedance loop, Clearing time. 
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