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INTISARI 

 

 

Pengujian impedansi loop di Rumah Sakit Umum Daerah Bangka Tengah 

belum pernah dilakukan sehingga belum diketahui nilai dari impedansi loop. 

Padahal pengujian impedansi loop pada Rumah Sakit Umum Daerah Bangka 

Tengah sangat penting karena rumah sakit merupakan salah satu tempat yang vital 

dan juga dapat mempengaruhi proteksi dan alat-alat yang digunakan dalam rumah 

sakit tersebut. Pengujian impedansi loop dilakukan pada Rumah Sakit Umum 

Daerah Bangka Tengah untuk mengetahui nilai impedansi loop yang dilakukan 

pada stopkontak instalasi listrik. Pengujian impedansi loop dilakukan dengan 

pemutusan waktu 0,4 detik pada tiga stopkontak. Berdasarkan hasil pengukuran 

pada stopkontak gedung ICU, gedung Ponek dan gedung Neonatus didapakan 

nilai impedansi loop  masing-masing yaitu 0,97 Ω, 0,92 Ω dan 0,98 Ω. Hasil uji 

hipotesis berdasarkan distribusi-t yaitu pada gedung ICU, Ponek dan Neonatus 

kurang dari nilai Standar IEE Wiring Regulations (BS 7671:2008) MCB 10 A 

Tipe C yaitu 2,3 Ω.  Dan dapat dikatakan bahwa instalasi listrik pada Rumah Sakit 

Umum Daerah Bangka Tengah terutama pada ketiga gedung diatas baik dan 

memenuhi standar. 

 

Kata kunci : Distribusi-t , Impedansi loop, Pemutusan waktu. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 



 

vii 
 

ABSTRACT 

 

 

Loop impedance testing in Central Bangka District General Hospital has never 

been done so that the value of the loop impedance is unknown. Though loop 

impedance testing at the Central Bangka District General Hospital is very 

important because the hospital is a vital place and can also affect protection and 

tools used in the hospital. Loop impedance testing is performed at the Central 

Bangka District General Hospital to determine the value of the loop impedance 

performed at the electrical installation outlet. The loop impedance test is carried 

out with a clearing time of 0.4 seconds at three power outlets. Based on the 

results of measurements at the ICU building outlet, Ponek building and Neonatus 

building the loop impedance values are obtained, namely 0.97 Ω, 0.92 Ω and 0.98 

Ω. Hypothesis test results based on the t-distribution in ICU, Ponek and Neonatus 

buildings are less than the IEE Wiring Regulations (BS 7671: 2008) MCB 10 A 

Type C, which is 2.3 Ω. And it can be said that the electrical installations at the 

Central Bangka Central General Hospital, especially in the three buildings above 

are good and meet the standards. 

 

Key word : T-distribution, Impedance loop, Clearing time. 
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