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INTISARI 

 

Jaringan tegangan menengah berfungsi untuk menyalurkan tenaga listrik dari 

pembangkit atau gardu induk ke gardu disribusi. Permasalahan yang sering terjadi 

pada saluran tegangan menengah adalah gangguan hubung singkat. Perhitungan 

setelan relai arus lebih dan relai gangguan tanah dilakukan secara manual dan 

disimulasikan menggunakan program ETAP 12.6.0. Dari hasil perhitungan 

dengan jarak 25% dari lokasi gangguan, SL 6 merupakan saluran dengan arus 

gangguan terbesar. Untuk arus gangguan 3 fasa  yaitu 4023,83 A. Untuk arus 

gangguan 2 fasa  yaitu 3484,74 A dan untuk arus gangguan 1 fasa ke tanah yaitu 

282,96 A. Dengan waktu kerja relai arus lebih untuk gangguan 3 fasa  pada sisi 

penyulang yaitu 0,329 detik dan pada sisi kedatangan yaitu 0,727 detik. Untuk 

waktu kerja relai arus lebih untuk gangguan 2 fasa  pada sisi penyulang yaitu 

0,3466 detik  dan pada sisi kedatangan yaitu 0,815 detik . Untuk waktu kerja relai 

arus lebih untuk gangguan 1 fasa  ke tanah pada sisi penyulang yaitu 0,3 detik dan 

pada sisi kedatangan yaitu 0,603 detik. 

Kata kunci : Proteksi, Relai Arus Lebih, Relai Gangguan Tanah 
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ABSTRACT 

 

Function of Medium voltage networks is to distribute electricity from power 

plants or substations to substation disribusi.  Problems that often occur in medium 

voltage line is short circuit. Calculations setting OCR and GFR are done manually 

and simulated using the program ETAP. 12.6.0. From the calculation results with 

a distance of 25% From the location of the fault, SL6 adalah garis dengan arus 

sesar terbesar. For 3 phase fault current is 4023,83 A. For the second phase fault 

current is 3484.74 A and for one fault current phase to ground that is 282.96 A.  

By working time overcurrent relays  for fault three-phase  in the feeder is 0.329 s 

and in the incoming is 0,727 s. By working time overcurrent relays  for fault two-

phase  in the feeder is 0.344 s and in the incoming is 0,815 s and For working time 

overcurrent relays for fault  1 phase to ground in the feeder is 0.3 s and in the 

incoming is 0,603 s. 

Keywords : protection, OCR and GFR. 
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