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Intisari 

 Adanya gangguan besar seperti gangguan 3 fasa pada saluran transmisi 

dan gangguan pada bus dapat menyebabkan ketidakstabilan sehingga generator 

terlepas sinkronisasinya dengan sistem. Oleh karena itu perlu dilakukan analisis 

stabilitas peralihan pada PLTU Air Anyir untuk mendapatkan waktu pemutusan 

kritis circuit breaker. Metode yang digunakan untuk menentukan kestabilan 

adalah melakukan pemecahan persamaan ayunan sudut daya generator 

menggunakan fungsi ode45 Matlab 7.10.0 kemudian memplot hasil pemecahan 

persamaan tersebut dengan menentukan berbagai waktu pemutusan gangguan 

hingga didapat waktu pemutusan kritis dan kurva ayunan yang menentukan 

kestabilan generator. Mengambil permodelan dari sistem tenaga listrik PLTU Air 

Anyir,  didapatkan waktu pemutusan kritis untuk gangguan pada bus GI 

Pangkalpinang adalah 0,114 detik, gangguan pada saluran yang menghubungkan 

GI Air Anyir dan GI Pangkalpinang adalah 0,204 detik, gangguan pada saluran 

yang menghubungkan GI Air Anyir dan GI Sungailiat adalah 0,188 detik, 

gangguan pada saluran SL2 adalah 0,554 detik, dan gangguan pada saluran SL3 

adalah 0,607 detik. 

 

 

Kata Kunci: stabilitas peralihan, waktu pemutusan kritis, kurva ayunan, PLTU 

Air Anyir. 
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Abstract 

 The existence of a big disruption like disruption 3 phase on transmission 

line and disruption on a bus can cause instability so that synchronization of 

generator regardless from system. It is therefore necessary to provide transient 

stability analysis on Air Anyir steampower to get critical clearing time of circuit 

breaker. Methods used to determine stability is doing solution the swing angle 

generator equation using Matlab 7.10.0 ode45 function than plot output of 

solution these equations with determine various fault clearing time until obtained 

critical clearing time and swing curves which determine generator stability. 

Taking modeling of electric power system steampower Air Anyir, obtained critical 

clearing time for disruption on bus of Pangkalpinang substation is 0,114 second, 

disruption on transmission which connecting Air Anyir substation and 

Pangkalpinang substation is 0,204 second, desruption on transmission which 

connecting Air Anyir substation and Sungailiat substation is 0,188 second, 

disruption on SL2 channel is 0,554 second, and disruption on SL3 channel is 

0,607 second. 

 

Keywords: transient stability, the critical time, swing curve, Air Anyir 

steampower. 
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